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Southwest Detroit Lighthouse Charter Academy
Water Sampling Lead Analysis Report

1. INTRODUCTION

1.1. GENERAL

This report presents the results of our water sampling performed at the site of
Southwest Detroit Lighthouse Charter Academy, 4001 29th, Detroit, MI., on August
22nd, 2016. The sample results taken in conjunction with this investigation are also
presented on Appendix 1.

1.2. OBJECTIVES AND SCOPE
In general, the objectives of this investigation were to:

Accurately evaluate water outlets for lead above the EPA Maximum Contaminate
Level (MCL).

1.3. AUTHORIZATION
Authorization was provided by phone for our Professional Services by Emma Berroa
on August 19th, 2016.

2. SITE INVESTIGATIONS

2.1. FIELD PROGRAM
In order to sample and evaluate water, GSES took six samples, a First Draw sample
and a Flush sample, from three different locations on the site.

The field portion of our investigation was under control and continual supervision
of an experienced member of our field scientist staff.

2.2 LABORATORY TESTING

2.2.1. General

In accordance with ASTM D3559 and the U.S. Environmental Protection Agency
guidelines for lead in drinking water at schools and child care facilities, we took two
samples: first draw and flush, which is the required testing standard for drinking
water lead contamination.
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Results of the tests indicate that the water is below the threshold for lead
contamination. A copy of the lab report and Chain of Custody is attached (Appendix
1).

3. DISCUSSIONS AND RECOMMENDATIONS

3.1. DISCUSSIONS OF FINDINGS
The water results are below the threshold for lead contamination.

We appreciate the opportunity of providing this service for you. If you have any
questions concerning this report or require additional information, please do not
hesitate to contact the undersigned.

Respectfully submitted,

IOl —=,

Michael Etters nica Starks, CIEC
Field Scientist Principal

Council-certified Indoor Environmental
Consultant Board-awarded by the
American Council for Accredited

Certification
\
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Appendix 1, Lab Results, Chain of Custody
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APPENDIX 1 ‘
Laboratory Results and Chain of Custody

17800 Woodward Ave Suite 200
Detroit, M1 48203



Laboratory ID: 0055 National Testing Laboratories, Ltd
* ) 556 South Mansfield, Ypsilanti, Ml, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 359939
9/912016
Customer:  G. S. Group Source: Southwest Detroit Community, S-01-BBF-01-P
Monica Starks )
17800 Woodward Ave #200 Source City: Detroit
Detroit, MI 48203 Source State: Ml

Date/Time Received:  9/1/2016 11:12
Collected by: M. Etters
The results herein conform to TNI and ISONEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reported as U.S. Eastem Time.
Legend:

Any ‘Level Detected' marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

"ND" This contaminant was not detected at or above our lower reporting timit (LRL)
“NA™ Not Analyzed
“Standard”  This column indicates either the Maximum Contaminant Leve! (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards. ‘
“LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.
“DF" This column indicates the contaminant dilution factor.
Report Notes:
Fedid# Contaminant  Method Standad  Units LRL  levd  DF Daleffme  Dale  Dateime

_  Deced Sewped

Inorganic Analytes - Metals

These test results may be used for compliance purpose as required.

Analyst Tests
JP 200.8

James Abston, Operations Manager

This repori cannot be reproduced, except in full, without the written approval of National Testing Laboralories, Lid.
Page 1 of 1 359939 Lead Only Date Printed. 9/9/2016 8:30:27 AM




Laboratory ID: 0055 National Testing Laboratories, Ltd
' * 656 South Manslield, Ypsilanti, Ml, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 359940
9/912016
Customer:  G. S: Group Source: Southwest Detroit Community, S-01-BBF-01-F
Monica Starks . .
17800 Woodward Ave #200 Source City: Detroit

Detroit, Ml 48203 Source State: M

Date/Time Received:  9/1/2016 11:12
Collected by: M. Elters

The results herein conform to TNI and ISONEC 17025:20085 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reported as U.S. Eastern Time.

Lagend:

Any "Level Detected' marked with an asterisk (*} indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

"ND" This contaminant was not detecled at or above our lower reporting limit (LRL)
"NAM Not Analyzed
"Standard”  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.
"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.
"DF" This column indicates the contaminant dilution faclor.
Report Notes:
Fedld# Contaminant Method Standard  Units LRL  level  DF Datefme  Date  DatelTime
. ~ - . o  Detecled  Sampled = Prepped  Analyzed

Inorganic Analytes - Metals

I 0

These test results may be used for compliance purpose as required.

Analyst Tests

JP 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the wnitlen approval of National Testing Laboratories, Lid.
Page 1 of 1 359940 Lead Only Date Printed: 9/9/2016 8.30:28 AM




Laboratory ID: 0055 National Testing Laboratories, Ltd
. : 556 South Mansfield, Ypsilanti, Mi, 48197-5166
(440) 440-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 359941
9/9/2016
Customer:  G. 8. Group Source: Southwest Detroit Community, S-01-WC-02-P
Monica Starks )
17800 Woodward Ave #200 Source City: Detroit
Detroit, Mi 48203 Source State: Ml

Date/Time Received:  9/1/2016 11:12
Collected by: M. Etters
The results herein conform to TN and ISONEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reported as U.S. Eastern Time.
Legend:

Any 'Level Detected’ marked with an asterisk () indicates that the value has exceeded the EPA Maximum Contaminant Leve! (MCL) or one of the Standards of
Quality.

“ND* This contaminant was not detected at or above our lower reporting limut (LRL)
“NA" Not Analyzed

“Standard”  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.

“LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.
“DF" This cotumn indicates the contaminant dilution factor.
Report Notes:
Fedld# Contaminant ~ Method Standard  Units LRL  Llevel ~ DF Dateffime Date  DatefTime

 Deteced  Sampled = Prepped  Analyzed

Inorganic Analytes - Metals

These test results may be used for compliance purpose as required.

fAnaiyst Tests
Jp 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the wrilten approval of National Testing Leboralories, Ltd.
Page 1 of 1 359941 Lead Only Date Printed: 9/9/2016 8:30.29 AM




Laboratory ID: 0055 National Testing Laboratories, Ltd
. ' 556 South Mansfield, Ypsilanti, MI, 48197-5166
(440) 4492525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 3599842
9/9/2016
Customer:  G. S. Group Source: Southwest Detroit Community, S-01-WC-02-F
Monica Starks )
17800 Woodward Ave #200 Source City: Detroit
Detroit, M1 48203 Source State: M

Date/Time Receivad:  9/1/2016 11:12
Collected by: M. Etters
The resulls herein conform to TN} and ISONEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report, The
uncertainty of the test results are available upon request. All Dates and Times are reporied as U.S. Eastern Time.
Legend:

Any ‘Level Detected’ marked with an astensk (*) indicates\that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Qualty.

“ND" This contaminant was not detected at or above our lower reporting limit (LRL)
"NA" Not Analyzed
“Standard”  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.
"LRL" This column indicates the Lower Reporling Limit, which is the lowest level that the laboratory can detect a conlaminant.
"DE” This column indicates the contaminant dilution faclor.
Report Notes:
Fedld# Contaminant  Method Standard  Uns LRL  Levdl  DF Dae/Tme  Dale DatefTime

_ Detected  Sampled Prepped  Analyzed
inorganic Analytes - Metals
mg!

These test results may be used for compliance purpose as required.

alyst Tesls

JP 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the wrilten approval of National Testing Laborstories, Lid,
Page 1 of 1 359942 Lead Only Date Printed: 9/9/2016 8:30:29 AM




Laboratory ID: 0055 National Testing Laboratories, Ltd
* ’ 556 South Mansfield, Ypsilanti, Mi, 48197-6166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 359943
8/9/2016
Customer:  G. S. Group Source: Southwest Detroit Community, S-01-CF-03-P
Monica Starks )
17800 Woodward Ave #200 Source City: Detroit
Detroit, Mi 48203 Source State: M!

Date/Time Received:  9/1/2016 11:12
Collscted by: M. Etters
The recults herain conform to TN! and ISOIEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
unceriainty of the test results are available upon request. All Dates and Times are reported as U.S. Eastemn Time.
Legend:
gny ;‘Leve! Detected' marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
uality.

"ND" This contaminant was not detected at or above our fower reporting limit (LRL)
"NAY Not Analyzed
wgtandard®  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.
"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.
"DF" This column indicates the contaminant dilution factor.
Report Notes:
Fedld# Confaminant  Method Standad  Unts LRL  leve  DOF Dateffime  Date _ DatefTime
- ... . Detected _ Sompled Preppeﬂmiyzed
inorganic Analytes - Metals

These test results may be used for compliance purpose as required.

{Analyst Tesls
JP 200.8

James Abston, Oparations Manager

This report cannot be reproduced, except in full, without the written approvsl of National Testing Laboratories, Ltd.
Page 1 of 1 359943 Lead Only Date Printed; 9/9/2016 8.30,.30 AM




Laboratory ID: 0055

« %

National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, M1, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 359944
9/8/2016
Customer:  G.S. Group Source: Southwest Detroit Community, S-01-CF-03-F
Monica Starks )
17800 Woodward Ave #200 Source City: Detroit

Detroit, M1 48203 Source State:Ml

Date/Time Received:  9/1/2016 11:12
Collected by: M. Etters

The results herein conform to TNI and ISO/IEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reporied as U.S. Eastern Time.

Legend:

Any 'Level Detected' marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

"ND" This contaminant was not detected at or above our lower reporting limit (LRL)

“NA™ Not Analyzed

“Standard”  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.

"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.

"DF" This column indicates the contaminant dilution factor.

Raport Notes:

inorganic Analytes - Metals

geizoie

These test results may be used for compliance purpose as required.

‘Analyst TJests

JP 200.8

James Abston, Operations Manager

This report cannot be reproduced. except in full, without the written approval of National Testing Lahoralories, Lid,
Page 1 of 1 359944 Lead Only Date Printed: 9/9/2016 8:30.30 AM




General Compliance

lational Testing
Laboratories, Ltd Order Number: 2077783 NONRY
P - Order Date: 05/20/2016
Quality Watar Aralysis  Sample Number: g
1-800-458-3330 Product: Lead Only
Sample Pald: No Payment Method:
Sold To: TSR: EF
G. S. Group For Laboratory Use ONLY
Monica Starks Lab Accounting Information:
17800 Woodward Ave
Detroit M 48203 Payment $:
Check #:

Lab Comments/Special Instructions:

Time gﬁmﬁ%@m@m 1,~§,§ Please Use Miitary Time, ©.g. 3.00pm = 15:00
Check Time Zone: [TYEST [7]CST[JMST[]PST

i Soolast Dot Gnpanky
76kl

Yool
@iumber. 3 H— 7B 7~ L’ qzz
PWS (D# (if applicable): 4«) / i Stato Forms:
£
Sample 1D or Sousce: SOV~ RBRF- O]- P rev—
' 4 ampls Info

Bource Type: Spring Well dMunicipal Surface .

Date Recelved:
] Other:

Time Recelved:
Clty & State: )ﬁ{od’ M, Recelved By:

(if Diftoront than Abova) Vi
’ Sampie receipt criteria focked .
Sample Collected ﬁyz%@: o [7] Deviations fram acchptable sample receipt criteris noted
Signature) on PSA form.
Bample Coliscted By: H ng’\M\ W
{Pleasa Print)

Form Completed By: M p/\q,cg, @?H"&é

G P s d s a soboo) Hhe 1o Do ole 17
Cied )

INCOMPLETE INFORMATION MAY DELAY ANALYSIS AND/OR INVALIDATE RESULTS




General Compliance

National Testing
Labaratories Ltd; Order Number: 2077783 W
S Order Date: 05/20/2016 3599 v
Quality Water Analysis Sample Number: HENERE
1-800-458-3330 Product: Lead Only
Sample Pald: No Payment Method:
Sold To: TSR: EF
G. S. Group For Laboratory Use ONLY
Monica Starks Lab Ascounting Information:
17800 Woodward Ave
Detroit MI 48203 Payment §:
Check #

Dats Sampled _8_3‘

Time Bampled: Q.L;m_ ;S‘%M Ploase Uss Milliery Time, e.g 3:00pm = 15:00
. Check Time Zone: [E/ ESTJosTOMSTL]PST

'%rz, avs;z-'bM rAS

P Number:

PWE 1DE (I applicablel

Ol

Sample 1D or Sourse: s- Ol- EB‘F -0 ( - F

Lab Comments/Spacial Instructions:

State Forms:

Source Type: [] Spring [7] Well @/{Aunicipat [] Surface

Lab Sampls informal
Date Recelved:

Sampls receipt critegia chicked
D Deviations from acdsptable sample racaipt criteria noted

on PSA form.

[ Other:
City & State: E,g; ) b‘%“" /
af Dsffezﬁnt than Above)
st
sample Collected @y:um/\ ‘/m /E\_)
Sngnatme)
Sample Colle "“\ Lt‘,“,_ w,/_g
{Ploass Prnt)

Hi’fLLJ BJ(TZ%‘

Form Complated By

e Theckien ol (o a S,

g“:'“’ks 15 &aﬁf _# lj P)x}C)L

Dol

NCOMPLETE INFORMATION MAY DELAY ANALYSIS AND/OR INVALIDATE RESULTS




ational Testing
Order Number:

General Compliance

2077783

Labaratoraes, Ltd \
e Order Date:  05/20/2016 O
Quality Woior Avilyss  Sample Number: M v R A
1-800-458-3330 Product: Lead Only
Sample Paid: No Payment Method:
TSR: EF
Sold To:
G. 8. Group For Laboratory Use ONLY
Monica Starks Lab Accounting Information:
17800 Woodward Ave
Detroit Ml 48203 Payment $:
Check #:

Date Sampled :miféLf 16
Time ﬁ&mgi&ﬁ:ﬁéﬂ,ﬁw

Check Time Zone: @éST dcst MSTE] PST

- oo 74
Z\2- 7%2- Y4yze

Ol

Please Use Mitary Time, e.g. 3:00pm = 15:00

?i%am@

& Humber:

PWE D% (i applicabls)

Lab Comments/Special Instructions:

Stute Forms:

S-01- U)(/OT/’P

Source Type: [ Spring [} Well @/Municapai (] Surface
{71 Other:

City & State; @Wm
i mffafam than Above}

Sample 1D or Bource

“~

Lab Sample informajion
Date Recelved:

SEP 01 2015
Time Recelved: § __LL I

Recslved By: ‘A o
chicked & accaplable,

e ——
[[] Deviations from acgeptat

tle sample recaipt criteria noted
on PSA form.

(Slynatura)

Miche Blrzis

(Pleass Print)
M\dﬂm/} TS

Samuple Coliscted By

Form Completed By:

Nie 16 bp@&#zj

INOOMPLETE INFORMATI

IO MAY DELAY ANALYBIS ANDVOR INVALIDATE REBULYS




tional Testing
Laboratories, Ltd.
Order Date:

Order Number:

General Compliance

2077783
05/20/2016 359941

Quality Water Analysis Sample Number: HmIENR
1-800-458-3330 Product: Lead Only

Sample Paid: No Payment Method:

TSR: EF
Sold To:
G. 8. Group For Laboratory Use ONLY
Monica Starks Lab Accounting Information:
17800 Woodward Ave
Detroit Ml 48203 Payment §:

Check #:

Time Sampled: .0_{" ﬁ Plaase Uss Milery Time, &.g. 3:00pm = 15.00

Check Time Zone: Q/ST {Jcst %TD PST
c Eﬁ - bt Qimzyﬂa
el Numiber: a'} -~ 77 ~ qq 27

L

Sample iD or Source: §/ Ol - Q)(/, éz., F7
Source Type: [] Spring [] Well Municipal [] Surface
] Other.

(lf Dfﬂ‘emﬁi than Above)

Sample Collected Byw »/%‘
¢ tgnam)
Sample Collected By: H (: ks

{Pleasa Print)

& f’éam%

POIS 1 (i applicable)

-

City & Siate:

Form Completed

Lab Commenis/Spacial Instructions:

S

o Mih Blips
P T

State Forms:
Lab Sampls lnfcm‘fm

Date Received: | /] OGP 01 2016
Time Recelvedy M——
Recelyed By: A %

Sample recsipt crifer & accoptabls.
Deviations from sample recsipt criteria notad
on PSA form.

I

5 .—%u-fb = 2;

z”:E Pir,igf
CJush MA’-

IMCOMPLETE INFORMATION MAY DELAY ANALYS

15 ANDIOR INVALIDATE REBULTS




General Compliance

National Testing
Laboratories, Ltd. Order Number: 2077783
g g, Order Date: 05/20/2016 1\3 7
Quality Water Analysic  Sample Number 3599, A
1-800-458-3330 Product: Lead Only
Sample Pald: No Payment Mothod:
Sold To: TSR: EF
G. 8. Group For Laboratory Use ONLY
Monica Starks Lab Accounting Information:
17800 Woodward Ave
Detroit M 48203 Payment §:
Check #:

Date Sampled © % ! 22/ /L

elERNumber ?,v} 2. 787 _ b} L/ZZ

PWS 1D {if applicablsh /‘) N
Sample 1D or Source: O O f - CF’05‘ ?

Source Type: [[] Spring [] Well {]/Munidpal [] Surface
[] Other

City & State: Qlﬁ”m ff/ ) Hi.'

(If Different than Above)

(Si
Sample Collected By: H dmj '&nrﬁ

{Please Print)

Form Completed By: MCJWJ‘ m\fs

Lab Commoents/Speocial Inatructions:

8tate Forms:

Daviations from goee ptab o sampls receipt criteria noted
on PSA form.

i 1% %ﬂ«ﬁfb ﬂ'g’ i

INCOMPLETE INFORMATION MAY DELAY ANALYSIS AND/OR INVALIDATE RESULTS




General Compliance

ational Testing
“Labaratories, Ltd ; Order Number: 2077783 m
Order Date:  05/20/2016397"
Sample Number: DG RO
1-800-458-3330 Product: Lead Only
Sample Pald: No Payment Methed:
Sold To: TSR: EF
G. 8. Group For Laboratory Use ONLY
Monica Starks Lab Accounting Information:
17800 Woodward Ave
Detroit MI 48203 Payment §:
Check #:

Date Sampled g i Zwé,‘ ,L{?

Thne Bampled: 0(9 §:§ Piease Use Miitary Time, 8.9, 3:00pm = 15:00

Check Time Zone: [AEST [JCSTIMST[]PST

ot west ekt %&la
Yppl 29t
smimier 23~ 7%2- P27,

PWS 1D (f applicabde) A)/{i’a

Sampie 1D or Sourse: S..— O/ - e F -—»03 - F
Source Type: [ Spring [] Well E’_ﬂ%ﬁunicipat ] Surface
[] Other:

Clty & Sta mem
(tfmﬁaram than Above)
Sample Collected By: W {:

(Signature)
Sample Collected By: i t Bj‘wu! g‘h"/&ﬁf}

{Plaase Print)

Form Completed By: M&}V’-J gb’,& K(:v

Lab Commenis/Special instructions:

State Forms:

Lab Sample Infor

Date Recelved: ‘ S)EP 01,201

Vs h,

IHCOMPLETE INFORMATION MAY DELAY ANALYSIS AND/OR INVALI IDATE RESULTS




